This paper discusses whether profiling LiDARs can replace meteorological tower-based wind speed measurement for wind energy applications without severely compromising accuracy. To this end, the accuracy of LiDAR is evaluated in a moderately complex terrain by comparing long-term wind data measured by a profiling LiDAR against those obtained from tower-mounted cup and sonic anemometers. The LiDAR-measured wind speeds show good agreement with those measured using the sonic anemometer, with the slope of regression line being 1.0 and R 2 > 0.99. Furthermore, the turbulence intensity obtained from the LiDAR has better agreement with that from the sonic anemometer compared to the cup anemometer which showed the lowest turbulence intensities among the three devices. A comparison of the turbulence intensity obtained from the 90th percentile of the standard deviation distribution shows that the LiDAR-measured turbulence intensities are mostly larger (by 2% or less) than those measured by the sonic anemometer. The gust factors obtained from both devices roughly converged to 1.9, showing that LiDAR is able to measure peak wind speed with acceptable accuracy. The accuracy of the wind speed and power distributions measured using the profiling LiDAR are then evaluated by comparing them against the corresponding distributions obtained from the sonic anemometer. Furthermore, the annual capacity factor-for the NREL 5-MW wind turbine-from the LiDAR-measured wind speed is 2% higher than that obtained from the sonic anemometer-measured wind speed. Numerical simulations are performed using OpenFAST in order to compute fatigue loads for the wind speed and turbulence distributions for the LiDAR and the sonic anemometer measurements. It is found that the 20 years lifetime Damage Equivalent Loads (DELs) computed for the LiDAR wind speed were higher than those for the sonic anemometer wind speeds, by 2%-6% for the blade root bending moments and by 11%-13% for the tower base bending moments. This study shows that even with some shortcomings, profiling LiDARs can measure wind speeds and turbulence intensities with acceptable accuracy. Therefore, they can be used to analyze wind resource and wind power potential of prospective sites, and to evaluate whether those sites are suitable for wind energy development.
Introduction
LiDAR-based wind speed measurements have received significant attention in recent years in a wide range of wind energy applications including initial wind resource assessment, optimization of wind turbine sitting in prospective farms and operation and control of wind farms [1] [2] [3] [4] . Although cup or sonic anemometers mounted on meteorological masts are still commonly used techniques for collecting wind data, the increasing size of utility-scale wind turbines (hub heights of more than 100 m campaign in a coastline area to investigate changes in wind speed and turbulence level when the wind transitions from onshore to offshore wind or vice versa.
LiDARs have also been employed for measurements of atmospheric turbulence. Sathe and Mann [14] and Sathe et al. [15] have presented extensive reviews on the application of LiDARs for turbulence measurements. While turbulence estimation using wind radar was performed as early as 1970 [16] , most studies on LiDAR-based turbulence measurement were conducted in the past 10-15 years [14] . Wilson [16] was the first to employ the VAD technique to measure the components of the Reynolds stress tensor in snow conditions. Later on, other researchers further improved this method to get better estimates of the error in the measured data [17, 18] . More recently, Sjöholm et al. [19] investigated the influence of spatial volume averaging on LiDAR-based turbulence measurements. Mann et al. [20] investigated a method to measure the vertical flux of horizontal momentum in and above the atmospheric surface layer. Bot [21] used the DBS mode to measure wind speed and compared it against sonic and cup anemometer measurements. They showed that LiDAR-measured turbulence intensity was higher than that measured with a cup anemometer but lower than the sonic anemometer measurement. The above studies used a single LiDAR to estimate turbulence, which means they have to assume that the flow is horizontally homogeneous at each height. It is believed that this assumption would lead to turbulence measurements with high errors. Therefore, multiple studies employed triple LiDARs to measure the 3D turbulence at a point in space [22, 23] . These results agreed well with reference measurements from tower-mounted sonic anemometers. The method is gaining popularity among wind energy researchers and was employed in other studies as well [24] . While the triple LiDAR scan method will be more reliable compared to VAD and DBS techniques, deploying three LiDARs can significantly increase the cost, thus making this approach less attractive for the wind energy developer. Furthermore, suitably positioning three LiDARs in complex terrains or sites with natural or man-made obstacles can pose a major challenge.
If LiDARs are to replace meteorological masts, they should be able to measure wind speed and turbulence with a sufficient degree of accuracy for long periods of time. Therefore, the objective of this study is to answer the question of whether a single profiling LiDAR can replace the meteorological mast in a moderately complex terrain, without having to make major compromises in terms of accuracy or data availability. To this end, a LiDAR-based measurement campaign is conducted for a period of approximately one year. In addition to validating the wind data collected using LiDAR against those measured with sonic and cup anemometers mounted on a neighbouring met-mast, the wind power potential of the site and the fatigue load for the NREL-5MW reference wind turbine estimated using wind speeds measured by the LiDAR and the sonic anemometer are also compared. The fatigue loads of the wind turbine are computed using OpenFAST, which is a highly efficient and extensively used open-source tool for simulating the performance and response of wind turbines [25] . To the knowledge of the authors, thorough evaluation of LiDAR measurement for an extended period of one year-which is necessary in actual wind resource assessments-was not conducted. The paper is further organized as follows. Section 2 describes the test site and the measurement devices. A comparison of mean wind speeds, turbulence intensities and peak wind speeds measured by LiDAR against those measured by the cup and sonic anemometers are presented in Section 3. Section 4 evaluates wind resource and wind power potential of the site. This section also compares wind load estimated for the NREL-5MW wind turbine subjected to wind speed and turbulence intensity distribution corresponding to the sonic anemometer and the LiDAR measurements. Finally, the main conclusions of this work are summarized in Section 5.
Test Site and Measurement Setup
The measurements were conducted at the Fukushima Renewable Energy Institute, AIST (FREA) test site located in Koriyama city of Fukushima prefecture, Japan, about 200 km northeast of Tokyo (cf. Figure 1 ). Koriyama city is inland from both the Pacific Ocean and the Sea of Japan, and it is a valley surrounded by mountains and highlands. Figure 2 presents the topography around the test site, based on Shuttle Radar Topography Mission (SRTM) data [26] , which has a spatial resolution of about 30 m. As shown in Figure 2a , the FREA test site is located at an altitude of about 300 m above sea level, and has a moderately complex terrain. When considering the area of 500 × 500 m 2 with the test site at the center, the mean height above sea level is 291 m, and the minimum and maximum elevations are 268 m and 324 m, respectively. In order to quantify the complexity of the terrain, the Ruggedness Index (RIX), which gives the extent of steep slopes in a given area, is depicted for this region in Figure 2b . The RIX is widely used in WAsP software [27] . Following the conventional practice used with WAsP, we showed the ratios of slopes higher than 17 • within the radius of 3.5 km and 7 km. It can be appreciated that wind directions in the range of 270 • to 30 • will be influenced by the local orography. Figure 3 shows the 60 m meteorological mast (met-mast) and the profiling LiDAR installed at the site. The met-mast is a triangular lattice tower with a side length of 0.6 m. In terms of the structure and height, this is a typical met-mast design used in the Japanese wind energy industry. Met-masts taller than 60 m have to follow stricter earthquake-related regulations, making them more expensive and less attractive among developers. Therefore, it is appropriate as a reference for performing a long-term comparison of LiDAR measurements. The met-mast is equipped with five opposing boom pairs of length 3.5 m, installed at heights between 9 m and 49 m at intervals of 10 m. The boom pairs are roughly oriented towards 20 • and 200 • , although there is a deviation of a few degrees in the orientation at each height (cf. Table 1 ). Sensors are mounted on 0.71 m high vertical poles above the edge of the booms. Two sonic anemometers are installed at heights of 40 m and 57 m. Cup anemometers are installed at heights from 10 m to 50 m at intervals of 10 m, while wind vanes are installed at 10 m, 30 m and 50 m. To avoid interference due to the tower and the opposite sensors, measurement data for which the wind direction was ±10 • of the corresponding boom direction was discarded from the analysis. The boom length and the installation height of the sensors were made compatible with the IEC61400-12 standards [28] to mitigate influences from the tower structure. To further avoid the interference due to the tower and the opposite sensors, measured data for which the wind direction was within ±20 • of the corresponding boom direction were also discarded from the analysis. This was done in accordance with the requirements of the International Electrotechnical Commission (IEC) standards. The sonic anemometers collect three dimensional wind speeds at a sampling frequency of 10 Hz, whereas the cup anemometers and wind vanes collect horizontal wind speeds and directions at a sampling rate of 1 Hz. The study uses the Windcube V2 (WLS7-724) profiling LiDAR. The LiDAR operates in the DBS mode in which the LiDAR beam swings from north to east to south to west and in vertical directions. It has a vertical range of 220 m and is configured such that below 60 m, it measures the wind speeds at 40 m, 50 m and 57 m, while above 60 m, it measures at an interval of 20 m. The V2 LiDAR completes one DBS cycle every four seconds and it has a sampling rate of roughly 1 Hz. The LiDAR is placed about 12.6 m from the met-mast. Before the actual measurement, it was confirmed that all five radial beams could avoid the met-mast. Table 1 summarizes the installation and measurement details of these instruments. 
Comparison of LiDAR Measurement with Sonic and Cup Anemometer
In this section, the wind data measured by the LiDAR is compared against the measurements from the sonic and cup anemometers for the period of one year from April 2018 through March 2019. First of all, comparisons of the mean wind speed and the turbulence intensity measured by the three devices for the entire year is discussed. Considering the fact that the peak wind speed is required for the estimation of the extreme load experienced by wind turbines, the accuracy of LiDAR-measured peak wind speeds is presented next. Finally, the section discusses the effect of terrain on LiDAR-measured wind speeds.
Before discussing the comparison in detail, Figure 4 shows the data availability for the cup anemometer, the sonic anemometer and the LiDAR at 40 m height. Here, the availability (η) is the ratio of the actual number of data measured (N meas ) by the instrument to the maximum number of data (N max ) that the instrument can collect in a 10-min time period, and is defined by
For the cup anemometer, the availability was mostly 100%, though there were occasions with 0% availability. Due to the concentration of the large number of data points in Figure 4a , the time slots with η = 0% are not visible. For the sonic anemometer, the data acquisition system at the meteorological mast had trouble and it could not store the measured wind data until the first week of May 2018. Consequently, the availability was 0% for this period. Regarding the LiDAR, it was sent for maintenance from May 18 through July 18 and thus, the availability for this period was 0%. Although η was mostly 100% when the LiDAR was operating, there were occasions when the LiDAR was unable to measure the wind speed (i.e., η = 0%) or the availability η was less than 100%. Note that the maximum number of 10-min data that a device can collect in a one-year time period is 52,560. However, in order to collect the maximum number of data, a device has to operate ideally for the entire year, which is not possible, and measurement devices usually collect less data. For example, the number of actually measured 10-min average data for the cup anemometer is 46,970. The availability of this 10-min averaged data (η 10 ) can be defined as:
where N 10,meas is the actual number of 10-min average data and N 10,max is the maximum possible number of 10-min average data that can be collected in the given period. This makes the yearly availability of the cup anemometer equal to 89%. The missing data of roughly 10% is difficult to observe in Figure 4a , since a large amount of data from the one year period is concentrated in this figure. Similarly, the yearly availability of the sonic anemometer and the V2 LiDAR are 81% and 75% respectively. It was possible to compare and analyze data from a shorter measurement campaign when all three devices were operating perfectly and were able to collect measurements with η = 100%. This was done in many earlier studies. However, operational issues and problems are commonplace in field measurements, especially when the measurements are conducted for longer periods. Therefore, the current study also considers those periods when data was not collected by one or more devices. 
Mean Wind Speed and Turbulence Intensity
This section presents the 10-min average wind speed, standard deviation and turbulence intensity measured by the sonic anemometers, the cup anemometers and the profiling LiDAR. The study uses sonic anemometers as reference devices because of their high sampling rate and because they are the preferred device in measurements of atmospheric turbulence [20, 23] . As stated earlier, comparisons are conducted using data collected for a period of one year. Furthermore, the minimum threshold of data availability (η) for the LiDAR and sonic anemometers is set to 80% throughout the study. Experience shows that LiDAR data with lower availability contribute to an increase in uncertainty and to a reduction in the overall data quality. Figure 5 presents a comparison of 10-min averaged horizontal velocities (V) measured by the cup anemometer and the V2 LiDAR against measurements collected by the sonic anemometer at 40 m height. Here, V is defined by
where V(t) and V i are the instantaneous horizontal velocity in the continuous and discrete form, T is the average time period (10 min in this study), and N T is the total number of data in the 10-min time period. While the cup anemometer directly measures V i , for the sonic anemometer and the
where u i and v i are wind speed components in the west to east and south to north directions, respectively. Comparison between the cup and sonic anemometers in Figure 5a shows good agreement. The regression line obtained from linear least squares fitting indicates the uncertainties in the comparison. The slope of the line is 1.0, while the offset is 0.022 m/s. Coefficient of determination R 2 of 0.998 can be considered to be significantly high. There are a few outliers for lower wind speeds, i.e., when V from the sonic anemometer is less than 5 m/s. This may be due to the fact that uncertainties in the cup anemometer measurement is higher for lower wind speeds. Nevertheless, even at lower wind speeds, the overall agreement between the cup anemometer and the sonic anemometer is fairly good. Note that the number of data pairs used for this comparison is 40375. Comparison between the V2 LiDAR and the sonic anemometer in Figure 5b shows a larger variation, although the slope of the regression line is still 1.0 and R 2 is 0.993 which is still quite high. Conspicuous differences between the LiDAR and the sonic anemometer measurements can be observed at higher wind speeds, i.e., V of the sonic anemometer is larger than 15 m/s. The LiDAR-measured wind speeds are lower at higher wind speeds for this height. One possible reason that was initially considered was that the site experiences high wind speeds predominantly in winter when snowfall is frequent. Because the horizontal speed of snow would usually be lower than the actual wind speed, the laser beam reflected from the snow particles would show a lower wind speed. However, this underestimation in LiDAR measurement is not observed from the comparison of wind speed at 57 m height (cf. Figure 9a ). Another source of this discrepancy could be due to interference of the tower wake. However, this would have reduced the wind speed of the sonic anemometer and not the LiDAR. However, the agreement between the LiDAR and the sonic anemometer, with respect to the mean wind speed, is acceptable. The number of data pairs in this comparison is 30,959, which is approximately 10,000 less than for the sonic anemometer and cup anemometer comparison. This is due to the lower data availability of the LiDAR measurement. Figure 6 presents a comparison of the standard deviation of the horizontal velocities measured by the cup anemometer and the V2 LiDAR against the measurements collected by the sonic anemometer at 40 m height. The variation in the comparison of the standard deviation is higher than that for the mean wind speed. This larger difference comes from the definition of the standard deviation (σ), which is the square root of the second central moment of velocity, i.e., The square of the velocity fluctuation in σ means the differences between the σ measured by the two devices will also be larger compared to the mean wind speed. The slope and offset of the regression line from the cup and sonic anemometers comparison are 0.91 and 0.001 respectively, while R 2 is 0.99. As it is clear from Figure 6b , the standard deviation from the LiDAR has a larger variation compared to the sonic anemometer; the slope, offset and R 2 are 0.91, 0.107 and 0.952 respectively. The variation in the LiDAR and the sonic anemometer comparison increases with increasing σ. Earlier studies also showed the same degree of difference or larger difference between LiDAR and conventional wind speed sensors like cup or sonic anemometers (see e.g., Sathe & Mann [14, 15] ). However, the measurement periods in earlier studies were very short-from a few days to one or two months. It should be noted that statistics related to uncertainty obtained from Linear regression are not very meaningful for a long term comparison. For example, the relation for the regression line indicates that the LiDAR should under-estimate the σ values when compared against sonic anemometer measurements larger than 1.19 m/s. However, the distribution is spread over a large band. This may be because of the variety of atmospheric conditions-including the stability-that the site experiences during a long-term comparison as performed in the current study. Thus, the least square fitting or the coefficient of determination are not sufficient to quantify the performance of LiDAR for their long term deployment. Figure 7 presents the distribution of turbulence intensity as a function of mean wind speed. Turbulence intensity (I) is defined by
Measurements from all three instruments show a similar trend; the higher turbulence intensities occur during lower wind speeds and they gradually decrease with increasing mean wind speed. Furthermore, variation of the turbulence intensity is larger when the wind speed is low. Variation is particularly large for the cup anemometer measurements with too many points close to or even larger than I = 1.0, but it should be noted that the measurements from cup anemometer as well as from LiDAR are not very reliable when the wind speed is low. Regarding the LiDAR, the turbulence intensities are mainly concentrated below I = 0.8 even at the lowest mean wind speed. Although not presented explicitly in the paper, the 90th percentile line of the LiDAR data shows better agreement than that of the cup anemometer data when compared against the sonic anemometer measurement. Figure 7d shows the bin-averaged turbulence intensities for mean wind speed bins of size 1 m/s, and Figure 7e shows the number of turbulence intensity data per bin. Among the three instruments, the cup anemometer has the lowest turbulence intensity for almost all wind speed bins. The LiDAR-measured turbulence intensities overlap with the sonic anemometer-measured data when the wind speed is low. However, the bin-averaged turbulence intensity of the LiDAR gradually decreases for higher mean wind speeds. This tendency contradicts with a similar comparison by Bot [21] , who showed that LiDAR-measured turbulence intensities were usually larger than or similar to the sonic anemometer-measured data. It should be mentioned however, that the maximum number of 10-min data sets per bin in their investigation was between 1000 to 2500, whereas in the current study, the maximum number of data per bin is close to 10,000 and there are more than 1000 data sets in each bin up to 10 m/s (cf. Figure 7e ). Nevertheless, neither earlier studies nor the current study can describe the general trend regarding the magnitude of turbulence intensities measured by these three devices. For example, as discussed below, the bin-averaged turbulence intensities at a higher altitude of 57 m are larger for the LiDAR than for the sonic anemometer for most of the mean wind speed range (cf. Figure 10 ). The turbulence intensities measured by these three devices depend on the altitude, terrain as well as atmospheric conditions. One thing that can be stated with certainty is that LiDAR-measured turbulence intensity shows better agreement with sonic anemometer data than does cup anemometer data. As a result, the fatigue load that a wind turbine may experience, computed using LiDAR-measured turbulence intensity, will be more reliable than that estimated using cup anemometer measurements. The lower turbulence levels measured by a cup anemometer are attributed to the longer response time related to its inertia arising from the moving components such as cups and horizontal arms [29] . One major concern with the use of LiDARs in wind energy applications is their low sampling frequency. The V2 profiling LiDAR deployed in the current study collects wind data at 1 Hz sampling frequency compared to the 10 Hz sampling frequency of sonic anemometers (cf. Table 1 ). Considering that the lower sampling rate (of both the LiDAR and the cup anemometer) may filter out small-scale turbulence structures, Figure 8 compares the original 10 Hz sonic anemometer data against the sonic anemometer data re-sampled at 1 Hz. As is clear from both the mean wind speed and standard deviation, the difference between the 10 Hz and 1 Hz data is negligible. As a reference, the distribution of the turbulence intensity using this re-sampled sonic anemometer data is also plotted in Figure 7d . The 1 Hz data overlaps with the original sonic anemometer data. This suggests that turbulence structures with time scales smaller than one second have negligible contribution to the total turbulence kinetic energy and therefore can be ignored for atmospheric boundary layer (ABL) turbulence. A sampling frequency of 1 Hz is sufficient for wind resource assessment and characterization of the site turbulence. Figure 9 compares the LiDAR-measured mean wind speed and standard deviation against the measured data from the sonic anemometer installed at 57 m height. This is the highest point on the tower where a sensor is installed and disturbance of the wind due to the tower is negligible at this height. The mean wind speeds from the LiDAR show good agreement with those measured by the sonic anemometer, with the slope and offset of the regression line being 1.0 and 0.178 while R 2 = 0.995. Furthermore, underestimation of higher mean wind speeds by the LiDAR, which was observed at 40 m height, disappears at this height. The uncertainty in σ measured by the LiDAR decreases at 57 m height; the slope, offset and R 2 are 1.04, 0.039 and 0.977 respectively. The DBS method employed by the profiling LiDAR assumes horizontal homogeneity at the measurement height. However, the distance between the four measurement points increases with increasing height, and as a consequence, horizontal homogeneity may not be satisfied. The effect should be more pronounced for the standard deviation measurement. Despite this inherent characteristic of the DBS method, it is interesting to observe that the agreement between the LiDAR and the sonic anemometer measurements is better at 57 m. The number of data pairs used in this comparison is 34,783. Figure 10 presents the distribution of turbulence intensity as a function of mean wind speed at 57 m height. The tendencies are similar to those at 40 m height. The bin-averaged turbulence intensity for the LiDAR is higher than that from the sonic anemometer for the mean wind speed range of 2 to 20 m/s. For reference, turbulence categories for the wind turbine classes defined in the IEC standard [30] are also included in the figure. These standard turbulence intensity values are defined as: Note that for class S, the turbulence intensity and other parameters are specified by the designer [30] . The bin-averaged turbulence intensity values measured by both the sonic anemometer and the LiDAR are less than or similar to the turbulence intensity for category A+. For V ≤ 6 m/s, the measured values are even lower than category A, although for 10 ≤ V ≤ 15 m/s, the LiDAR-measured bin-averaged values are slightly larger than category A+. However, the IEC standard specifies that for the normal turbulence model (NTM), the representative value of the standard deviation should be set to the 90th percentile for the given wind speed [30] . This is shown in Figure 10d . For V > 3 m/s, the turbulence intensity values-obtained from the 90th percentile of σ-measured by both the sonic anemometer and the LiDAR are larger than category A+ of the IEC standard. Thus, both the sonic anemometer and the LiDAR measurements show that the site requires 'class S' wind turbines which can withstand the site-specific higher turbulence intensity. It can be appreciated from this figure that the LiDAR-measured turbulence intensities are slightly larger (by about 2% or less) than those measured by the sonic anemometer, although the difference between the two measurement sets is not very significant.
The effect of this difference on the wind turbine fatigue load is quantified and discussed in Section 4. Note that all further analyses use measurement data from 57 m height. 
Peak Wind Speed
Peak gust wind speeds are an important parameter for the design of wind turbines or any other structures that experience wind loading. The IEC [30]-the lead organization responsible for the standardization of the wind turbine design process-has several specifications related to gust winds. Although the models for gust defined in the IEC standard or other guidelines for wind turbine certifications (see e.g., the GL Guideline [31] ) are simplified models which can be easily implemented in the aeroelastic code for faster simulation, rigorous measurement may be necessary to improve the models or simply to modify them for site-specific conditions. Note that the extreme wind speeds that turbines must be designed to withstand are defined in terms of the recurrence or return period. An extreme wind speed with a recurrence period of N y years (usually N y is one year or 50 years) has an annual probability of occurrence of 1/N y . Measurement of extreme wind speeds is difficult, since their frequency of occurrence is low. However, it is often a practice to estimate extreme wind speeds from measurements over a shorter period (usually one year) and to use them together with statistical models specified in guidelines to estimate extreme wind speeds with long recurrence periods [29, 30] . Therefore, accurate measurement of peak wind speed is still crucial. However, with the instantaneous wind speed being a random process, the peak or gust wind speed for each 10-min window will also become a random variable. Figure 11 compares the sonic anemometer-measured and LiDAR-measured time series of the peak wind speed ( V) in every 10-min time window for one-year period and at 57 m height. It can be appreciated that V measured by the sonic anemometer has a larger amplitude compared to that measured by the LiDAR. For example, in the two zoom-in figures, the highest value of the peak wind speed occurs around the same time for both the sonic anemometer and the LiDAR measurements. In the left zoom-in figure, the peak wind speed (pointed by the arrow) measured by the sonic anemometer is 33.3 m/s, while that measured by the LiDAR is 32.3 m/s, i.e., lower by roughly 3% for the LiDAR. Similarly, in the right zoom-in figure, the maximum values of the peak wind speed for the sonic anemometer and the LiDAR are 39.8 m/s and 37.3 m/s respectively, i.e., the LiDAR measurement is 6.3% lower than the sonic anemometer measurement. This is one of the limitations of the LiDAR, and the comparatively lower value of the peak wind speed may be the combined effect of the lower sampling frequency and the characteristics of the DBS mode. However, in wind engineering, it is a common practice to employ a moving average filter with an averaging time of 3 s when evaluating gusts at a site [32] . Figure 12 shows the probability density function (PDF) of V obtained from the sonic anemometer and the V2 LiDAR. It is interesting to observe that while for V < 9 m/s, the sonic anemometer has higher PDF values, when V is larger than 9 m/s, either the V2 LiDAR has larger PDF value or the values are almost the same for both devices. This indicates that the probability of occurrence of higher V is similar for both the sonic anemometer and the LiDAR. However, this result should be observed with caution, since the number of data sets decreases with increasing V in the current measurement campaign. In wind engineering, peak wind speed ( V) is usually expressed as a function of mean wind speed (V) and turbulence intensity (I):
where g = ( V − V)/σ is the peak factor and G = V/V is the gust factor. Figure 13 shows the distribution of the gust factor as a function of mean wind speed at 57 m height. The 95th percentiles of the measured data are shown by lines in these figures. The gust factor shows a similar trend to the turbulence intensity, i.e., the highest value occurs for the lowest mean wind speed for which the variation is also large. For higher wind speeds, G gradually converges between 1 and 2. For both the sonic anemometer and the profiling LiDAR, G converges roughly to 1.9, i.e., V is 1.9 times V during strong wind speeds. One can conclude from these comparisons that LiDAR is able to measure peak wind speeds with a similar accuracy to that of sonic anemometers. 
Effect of Terrain
LiDAR measurements in complex terrain are considered to be prone to larger error and higher uncertainties. The horizontal homogeneity assumption of the DBS technique is not valid in complex terrain which induce inhomogeneity to the local atmospheric boundary layer flow. Past studies used models and computational fluid dynamics (CFD) simulations to correct the error due to complex terrain in the LiDAR measurement [11, 33] . However, these and other models are calibrated for the topography of specific sites. As stated earlier, use of multiple LiDARs is also being explored to measure wind speed in complex terrain [34] . This section discusses the accuracy of the classical DBS mode for moderately complex terrain using a long-term measurement campaign. Figure 2 , the ruggedness index of the FREA test site for sector 60 • to 180 • is almost 0%, i.e., the site is homogeneous for this sector. On the other hand, from 270 • through 330 • , the ruggedness index is 38 to 65%, and thus the wind blowing from this sector should be influenced by moderately complex terrain. Figure 14 shows wind roses from the sonic anemometer measurement and the V2 LiDAR measurement at 57 m height. It can be appreciated that both the sonic anemometer and the LiDAR show a similar distribution of wind speeds and directions. As can be seen in the figures, the dominant wind directions are WNW and NW. All wind speeds above 12 m/s blow from these two directions. However, these directions lie in the sector with moderately complex terrain. The fraction of wind speeds blowing from any other direction is less than 10%. Figure 15 compares the LiDAR measurement for homogeneous terrain (wind direction range 60 • to 180 • ) and moderately complex terrain (wind direction range 270 • to 330 • ) against the corresponding sonic anemometer data at 57 m height. Note that the number of data for the homogeneous terrain comparison is 4743, while that for the moderately complex terrain comparison is 17,232. For the mean horizontal wind speed, both the homogeneous and complex terrain data sets show good agreement with the sonic anemometer measurement, although the root-mean-square error (RMSE) is higher for the latter. Since the mean wind speeds and number of data sets are lower for the homogeneous case, it is not possible to accurately quantify the comparison. Nevertheless, one can conclude that the LiDAR-measured mean wind speed is accurate for moderately complex terrain. Regarding the standard deviation, R 2 is 0.916 for the homogeneous terrain case and 0.975 for the complex terrain case, while the RMSE is 0.112 and 0.144 respectively for the homogeneous and complex terrain cases. The LiDAR performance is roughly the same for both cases. The long-term measurements employed in the current study must have been affected by changing atmospheric stability. For example, even when the wind is blowing from the direction of homogeneous terrain, if the ABL is thermally unstable (i.e., convective ABL), the flow will be non-uniform. Therefore, measured data should be further separated based on the ABL stability. This will be considered in future studies. 
As shown in

Wind Resource, Power and Load Comparison
In this section, measured data from the sonic anemometer and that from the profiling LiDAR are used to evaluate the wind resource and wind power potential of the site. The velocity and power distribution obtained from the LiDAR measurement are compared against those obtained from the sonic anemometer measurement. The NREL-5 MW wind turbine is used as a reference to estimate and compare the power production potential of the site. Finally the section compares fatigue load for the NREL-5MW wind turbine estimated using aeroelatic simulations with the wind speed and turbulence intensity distribution of the sonic anemometer and the LiDAR measurements. The aeroelastic simulations were performed using OpenFAST. Figure 16 summarizes the 10-min average wind speed distribution measured by the sonic anemometer and the profiling LiDAR at 57 m height. Figure 16a shows the distribution of the frequency of occurrence of V in each bin with a bin interval of 1 m/s. One can appreciate that both the LiDAR and the sonic anemometer show a similar trend. However, for lower wind speeds (V < 5 m/s), the frequency of occurrence for the LiDAR measurement is lower than that for the sonic anemometer measurement. In particular, for V = 2 m/s, the frequency of occurrence for the sonic anemometer is 18% compared to about 16% for the LiDAR. This is possibly because LiDAR measurements are prone to lower carrier-to-noise ratio (CNR) values and larger error when the wind speed is low. Measurements with such low CNR values are filtered out from the current analysis, hence the lower frequency of occurrence for the LiDAR measurement. For higher wind speeds, i.e., V ≥ 5 m/s, the frequency of occurrence for the LiDAR measurement is slightly higher (higher by less than 1%) than that of the sonic anemometer measurement. These tendencies are also reflected in the Weibull probability density function (PDF) in Figure 16b . The Weibull PDF (p(V)) is given by:
where k and c are the shape and the scale factors respectively. The Weibull PDFs in the figure are obtained by fitting the above function to the measured data for these two parameters. For the distribution obtained from the sonic anemometer data, k = 1.5 and c = 4.87, while for the distribution obtained from the LiDAR data, k = 1.53 and c = 5.40. These differences in the Weibull parameters between the sonic anemometer and the profiling LiDAR are not very significant. The annual average wind speed obtained from the sonic anemometer measurement is 4.41 m/s, while that obtained from the LiDAR measurement is 4.79 m/s. Therefore, for the current site, the LiDAR overestimated the wind speed by 0.38 m/s, i.e., by about 8%. Note that the annual wind speed of 4.4 m/s is too low for the site to be considered for wind energy development. A similar long-term comparison study between LiDAR and conventional tower-based measurements at a site with higher wind speeds will help to further evaluate the performance and accuracy of the LiDAR technology. Next we compare the power production, computed from the measured wind speed. To this end, the power curve of the NREL 5-MW reference wind turbine which has been used extensively in wind energy research [35] , is employed. The NREL 5-MW turbine has a rotor diameter and hub height of 126 m and 90 m, respectively. The cut-in, rated and cut-out wind speeds are 3 m/s, 11.4 m/s and 25 m/s. Note however, that the 90 m hub height is higher than the highest measurement point, i.e., 57 m in the current measurement campaign. One way to overcome this issue can be to extrapolate the wind speed at 90 m height using the power law, i.e.
where V(z) is the mean wind speed at height z which in this specific case is 90 m, V ref is the mean wind speed at height z ref which is 57 m, and α is the power law exponent. To apply the power law in the current study, we still need to decide a value for α. The study showed that α is a highly variable parameter, depending on the nature of the terrain, the atmospheric stability and other thermal and mechanical parameters [36] . It is possible to determine the value of α by fitting Equation (9) to the measured wind data, but an α value obtained in such a way can only be verified against the LiDAR measurement, since the highest measurement point on the meteorological mast is at 57 m. To maintain the reliability of the comparison between the sonic anemometer and the LiDAR measurement, we therefore use the wind speed at 57 m height directly to estimate the power output for the wind turbine. Figure 17a compares histograms of the frequency of occurrence of power values estimated from the sonic anemometer and the LiDAR. Except for those times when the wind turbine is not in the power production mode, i.e., below the cut-in wind speed or above the cut-out wind speed, the LiDAR-measured wind speed produce slightly higher occurrence frequencies. Nevertheless, the power output obtained from both the sonic anemometer and the LiDAR show a similar tendency, and the difference in occurrence frequency between the two devices is less than 1% for all power production bins. The capacity factor estimated from the sonic anemometer-measured wind speed is 15%, and that obtained from the LiDAR-measured wind speed is 17%. The higher capacity factor estimated from the LiDAR measurement can be attributed to the fact that the LiDAR was not able to collect the same fraction of lower wind speed data (which corresponded to those below the cut-in wind speed) as that collected by the sonic anemometer. This resulted in a comparatively smaller duration of the 'no power production' mode and consequently in the higher capacity factor from the LiDAR measurement. Figure 17b compares the power duration curves which essentially show the number of hours in the measurement period (usually one year) for which the wind power and the power output of the given turbine are equal to or higher than each particular value. The available wind power values are also obtained for the swept area of the NREL 5-MW turbine. The Power duration curves obtained from the LiDAR-measured wind speed show a high level of agreement with those obtained from the sonic anemometer measurement. The corresponding curves for the two devices almost overlap with each other. Note that the sonic anemometer measurement data extends to 7841 h compared to only 6666 h for the LiDAR. This is because the number of 10-min average wind speed data for the former is 47,046, while that for the latter is only 39,996. However, most of the extra data from the sonic anemometer was measured during lower wind speeds which were below the cut-in wind speed for the reference turbine, and consequently they have minimum effect on the overall power output estimation. As presented in Figure 10 , the LiDAR-measured turbulence intensities are larger than those measured by the sonic anemometer. To quantify the effect of this difference on wind turbine fatigue load estimation, we perform aeroelastic simulations of the NREL 5-MW wind turbine subjected to inflow turbulence corresponding to the sonic anemometer and LiDAR measurements. The simulations are performed using OpenFAST, an open-source aero-hydro-servo-elastic wind turbine simulation tool developed by NREL [25] . The inflow turbulent flow field required by OpenFAST is generated using TurbSim [37] . The simulations are carried out for 12 sets of wind speeds (between 3 and 24 m/s) and turbulence intensities, each for the sonic anemometer and the LiDAR. To this end, the turbulence intensity for each wind speed is set to the values measured by the sonic anemometer and the LiDAR (cf. Figure 10) . The simulation results are processed for fatigue load analysis using MLife [38] . Table 2 describes the simulation cases and major parameters. These analyses essentially correspond to design load case (DLC) 1.2 in the IEC standard [30] , which requires fatigue analysis during normal power production mode, with a normal turbulence model and wind speeds between the cut-in and the cut-out speeds. Note that we have not considered yaw misalignment or multiple random seeds for generating turbulent wind field. Figure 18 shows the damage equivalent loads (DELs) for the blade root and the tower base bending moment obtained from the simulations. DEL is widely used approach for evaluating overall fatigue damage that a wind turbine may experience for the given wind speed and turbulence distribution. The distribution of DELs for the 10-min time-history of loads as a function of mean wind speed are shown in Figure 18a ,b. The DEL of the blade root in-plane bending moment and out-of plane bending moment for the sonic anemometer and the LiDAR are close. Only for V = 7 m/s, the out-of-plane bending moment is about 22% lower for the LiDAR. Similarly, the DEL of the tower base bending moment for the sonic anemometer and the LiDAR also show similar tendency. The differences are larger for the fore-aft bending moment, with the largest difference at V = 17 m/s where the DEL for the LiDAR measurements is 21% larger than that for the sonic anemometer measurements. Comparison of the lifetime DELs (20 years) is shown in Figure 18c . The lifetime DELs are computed using the Weibull wind speed distributions for both the devices (cf. Figure 16 ). Agreement of the lifetime DEL for the blade root bending moments is good for the sonic anemometer and the LiDAR wind field distributions. The LiDAR wind speed overestimate the in-plane and out-of-plane lifetime DEL by 2% and 6% respectively. However, for the tower base moment, the differences are slightly larger. When the LiDAR wind speed distribution is used, side-to-side and fore-aft lifetime DELs are overestimated by about 13% and 11% respectively. However, the difference may also be because of performing only one simulation for each wind speed. It is recommended to perform around six simulations for each wind speed with varying random seeds for generating wind flow fields, and then to take the ensemble of those simulations. 
Conclusions
The current paper presented the results from a year-long Doppler LiDAR-based measurement campaign with the primary goal of providing an answer to the question of whether a single LiDAR can replace the meteorological tower for wind energy applications. Wind data measured by a profiling LiDAR was compared against those measured using sonic and cup anemometers mounted to a neighboring meteorological mast.
LiDAR-measured wind speeds showed very good agreement with those measured using the sonic anemometer, though the variation in the comparison of the standard deviations was higher than that for the mean wind speeds. The bin-averaged turbulence intensities showed that compared to the cup anemometers, the LiDAR-measured turbulence intensity was closer to the sonic anemometers measurements. Thus, the fatigue load computed using the LiDAR-measured turbulence will be more reliable than that computed using the turbulence measured by the cup anemometers. Furthermore, the gust factor obtained from the sonic anemometer-measured and LiDAR-measured peak wind speed roughly converged to 1.9 showing that the LiDAR is able to measure peak wind speeds with acceptable accuracy (at least up to 57 m height considered in this study). To investigate the applicability of LiDAR in moderately complex terrain, the measurements were divided into those blowing from the homogeneous terrain sector and those blowing from the complex terrain sector. When compared against the sonic anemometer measurements, both the homogeneous and complex terrain data sets showed good agreement. Thus, it can be concluded that-even with the classical DBS mode of measurement-LiDAR-measured wind speeds can be considered to be accurate for moderately complex terrain.
Comparison of the velocity distribution showed that for lower wind speeds (V < 5 m/s), the frequency of occurrence for the LiDAR measurement was lower than that for the sonic anemometer, although for V ≥ 5, the LiDAR measurement showed a slightly higher frequency of occurrence.
The difference in the occurrence frequency of power distribution between the two devices for all power production bins was less than 1%. Finally, fatigue loads for wind speed and turbulence distributions for the two devices were assessed in the form of DELs. It was found that the LiDAR measurement overestimated the lifetime DEL by 2%-6% for the blade root bending moments and by 11%-13% for the tower base bending moments.
This study shows that even with the inherently lower data availability and some shortcomings of the classical DBS technique, profiling LiDAR can measure wind speed and turbulence intensity with acceptable accuracy and, therefore, can be deployed for actual wind energy applications. The long-term measurement campaign conducted in this study shows that such measurements can be influenced by a lot of parameters which were not considered in the current study. In future studies, atmospheric stability and other environmental conditions such as snow and rain should also be considered. In addition, measurements at sites with different degrees of complexity and offshore sites will also be important.
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